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OWNER:
110 Compromise Street Operator, LLC.
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SITE INFORMATION: ASSOCIATED PERMITS & APPROVALS:
110 Compromise Street Site Design Plan: SDP2016-014
Annapolis MD 21401 HPC Certificate: HPC2016-027
Tax ID# 0600001565300 Demolition: DEM 16-0028
Tax Map 052A, Grid 0020, Parcel 1247
Anne Arundel County, Maryland
ZONING: WMC
CRITICAL AREA: IDA, BEA
LOT SIZE:   27,775 s.f.

PROJECT DESCRIPTION:
Previously approved scope of work includes renovations and additions to an existing 11,000 sf 
commercial building including a 1,190 sf. second floor addition, 890 sf. covered deck, and 3,512 sf. 
rooftop deck(s) as shown in the drawings, and in accordance with SDP2016-014, HPC 2016-027, 
and BLD16-0289.  This application seeks to modify the previosly approved scope as follows: 1. To 
expand/extend the second floor by an additional 2,508 sf., 2. To expand the roof top pergola/deck 
adjacent to the addition by 235 sf. , and 3. Convert the covered terrace to a walkable deck.

Gross Building Area: 12,190 sf. (previously approved)
Existing First Floor: 11,000 sf. (previously approved)
Second Floor Addition: 1,190 sf. (previously approved)
Proposed Second Floor Addition:  2,508 sf. (proposed addition)

Proposed Gross Building Area: 14,698 sf.

Rooftop Deck(s): 3,512 sf. (peviously approved)
Proposed Rooftop, Pergola, Deck Addition: 235 sf.
Proposed Walkable Deck Addition: 637 sf.

Proposed Rooftop Deck: 4,384 sf.
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FLOOD PLAIN GENERAL NOTES

1.  As per the flood insurance rate map,this project is located in zone AE 
with a Base flood elevation (BFE) of +5.0' above mean sea level.  

2. All construction below elevation +8.0'  (lower than 3'-0" above BFE) shall meet 
FEMA flood resistant construction requirements.  

3. Flood vents shall be provided as required by FEMA.   See "FLOOD VENT
CALCULATIONS" for more information and A1.1, A2.0, and A2.1 for locations.   

FLOODPLAIN ELECTRICAL NOTES:

1. The minimum mounting height of the electrical service equipment or electrical 
panels shall be +8.0' (min. three feet above the base flood elevation) to the live parts of 
the equipment.  

2. The minimum mounting height of all permanent electrical outlets, switches, 
receptacles, motors, transformers, or electrical equipment other then electrical 
distribution panels or electrical service equipment shall be elevation +7.0' (min. two 
feet above the base flood elevation)

3

FLOOD VENT CALCULATIONS

Area of lowest floor: 11,000 sq. ft.
Effective vent area required: 11,000 sq. in.
 
Type A (insulated): 1w. x 1h. 
rated for 200 sq. ft. each 14 provided x 200 = 2,800 sq. ft.
SMART VENT 1540-520

Type B (insulated): 2w. x 1h.
rated for 400 sq. ft. each 21 provided x 400 = 8,400 sq. ft.
SMART VENT 1540-150201 

11,200 sq. ft. 
vent coverage provided
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FLOOD VENT, TYP.

FLOOD VENT CALCULATIONS

Area of lowest floor: 11,000 sq. ft.
Effective vent area required: 11,000 sq. in.
 
Type A (insulated): 1w. x 1h. 
rated for 200 sq. ft. each 14 provided x 200 = 2,800 sq. ft.
SMART VENT 1540-520

Type B (insulated): 2w. x 1h.
rated for 400 sq. ft. each 21 provided x 400 = 8,400 sq. ft.
SMART VENT 1540-150201 

11,200 sq. ft. 
vent coverage provided

FLOOD PLAIN GENERAL NOTES

1.  As per the flood insurance rate map,this project is located in zone AE 
with a Base flood elevation (BFE) of +5.0' above mean sea level.  

2. All construction below elevation +8.0'  (lower than 3'-0" above BFE) shall meet 
FEMA flood resistant construction requirements.  

3. Flood vents shall be provided as required by FEMA.   See "FLOOD VENT
CALCULATIONS" for more information and A1.1, A2.0, and A2.1 for locations.   

FLOODPLAIN ELECTRICAL NOTES:

1. The minimum mounting height of the electrical service equipment or electrical 
panels shall be +8.0' (min. three feet above the base flood elevation) to the live parts of 
the equipment.  

2. The minimum mounting height of all permanent electrical outlets, switches, 
receptacles, motors, transformers, or electrical equipment other then electrical 
distribution panels or electrical service equipment shall be elevation +7.0' (min. two 
feet above the base flood elevation)
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SMART VENT 1540-520

Type B (insulated): 2w. x 1h.
rated for 400 sq. ft. each 21 provided x 400 = 8,400 sq. ft.
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1.  As per the flood insurance rate map,this project is located in zone AE 
with a Base flood elevation (BFE) of +5.0' above mean sea level.  

2. All construction below elevation +8.0'  (lower than 3'-0" above BFE) shall meet 
FEMA flood resistant construction requirements.  

3. Flood vents shall be provided as required by FEMA.   See "FLOOD VENT
CALCULATIONS" for more information and A1.1, A2.0, and A2.1 for locations.   

FLOODPLAIN ELECTRICAL NOTES:

1. The minimum mounting height of the electrical service equipment or electrical 
panels shall be +8.0' (min. three feet above the base flood elevation) to the live parts of 
the equipment.  

2. The minimum mounting height of all permanent electrical outlets, switches, 
receptacles, motors, transformers, or electrical equipment other then electrical 
distribution panels or electrical service equipment shall be elevation +7.0' (min. two 
feet above the base flood elevation)
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FLOOD PLAIN GENERAL NOTES

1.  As per the flood insurance rate map,this project is located in zone AE 
with a Base flood elevation (BFE) of +5.0' above mean sea level.  

2. All construction below elevation +8.0'  (lower than 3'-0" above BFE) shall meet 
FEMA flood resistant construction requirements.  

3. Flood vents shall be provided as required by FEMA.   See "FLOOD VENT
CALCULATIONS" for more information and A1.1, A2.0, and A2.1 for locations.   

FLOODPLAIN ELECTRICAL NOTES:

1. The minimum mounting height of the electrical service equipment or electrical 
panels shall be +8.0' (min. three feet above the base flood elevation) to the live parts of 
the equipment.  

2. The minimum mounting height of all permanent electrical outlets, switches, 
receptacles, motors, transformers, or electrical equipment other then electrical 
distribution panels or electrical service equipment shall be elevation +7.0' (min. two 
feet above the base flood elevation)

3

FLOOD VENT CALCULATIONS

Area of lowest floor: 11,000 sq. ft.
Effective vent area required: 11,000 sq. in.
 
Type A (insulated): 1w. x 1h. 
rated for 200 sq. ft. each 52 provided x 200 = 10,400 sq. ft.
SMART VENT 1540-520

Type B (insulated): 2w. x 1h.
rated for 400 sq. ft. each 2 provided x 400 = 800sq. ft.
SMART VENT 1540-150201 

11,200 sq. ft. 
vent coverage provided
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